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FIFTH (STH) FLOOR-ARCHITECTURAL DEMOLITION PLAN
SCALE: NTS (15)

DEMOLITION NOTES:

1. CONTRACTOR SHALL REMOVE THE EXISTING WALL & REPAIR WALLS, CEILING, & FLOOR TO MATCH THE
EXISTING SURROUNDING AREA

2. CONTRACTOR SHALL CUT OPENING IN EXISTING WALL & FURNISH & INSTALL A NEW DOOR & FRAME.

3. CONTRACTOR SHALL REMOVE THE HARDWARE (LOCK & HANDEL) FROM THE EXISTING DOOR & SECURE
‘THE DOOR IN CLOSE POSITION. CAP THE HOLES ON THE DOOR.

4. CONTRACTOR SHALL REMOVE & SALVAGE DOOR & FRAME, FINISH OPENING TO BE USE AS A
PASSAGEWAY. FINISH THE OPENING TO MATCH EXISTING SURROUNDING AREA.

5. CONTRACTOR SHALL REMOVE & SALVAGE EXISTING DOOR & FRAME

6. CONTRACTOR SHALL REMOVE EXISTING PLYWOOD WALL AND COUNTEI

7. CONTRACTOR SHALL REMOVE THE EXISTING CARPET & GLUE FROM FLOOR. REPAIR THE VCT FLOOR AS NEEDED
& POLISH THE FLOOR.

8. CONTRACTOR SHALL REMOVE EXISTING WALL UNITS, COUNTER TOP, SHELVING, BASE CABINETS, &

SINKS.

9. CONTRACTOR SHALL REMOVE COMPLETE EXISTING WALL, DOOR & FRAME. SALVAGE THE EXISTING
DOOR & FRAME. REPAIR WALLS, CEILING &FLOOR TO MATCH THE EXISTING SURROUNDING AREA.

10. CONTRACTORS SHALL COORDINATE THE REMOVAL & SALVAGE PATIENT CURTAIN TRACK.

1. CONTRACTOR SHALL CUT OPENING IN WALL FOR PASSAGEWAY.

12. PRIOR TO ANY CONSTRUCTION, CONTRACTOR SHALL INSTALL TEMPORARY TWO HOUR FIRE WALL FROM FLOOR TO
TO CEILING TILE.

13 CONTRACTOR SHALL FURNISH & INSTALL TEMPORARY DOOR FOR CONTRACTOR USE.

14, CONTRACTOR SHALL INSTALL TEMPORARY DOOR TO MEET ADA REQUIREMENTS.

15 CONTRACTOR SHALL VERIFY ALL MEASUREMENTS.
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FIFTH (STH) FLOOR-ARCHITECTURAL FINISH PLAN

NOTES:

1. CONTRACTOR SHALL REPAIR EXISTING DAMAGE WALLS AS REQUIRED.  THE REPAIRS SHALL BE CLOSELY COORDINATE WITH COTR,
2. CONTRACTOR SHALL FURNISH & INSTALL NEW DOOR & FRAME , REPAIR WALL TO MATCH SURROUNDING WALL.

3. CONTRACTOR SHALL FINISH OPENING TO BE USE AS A PASSAGEWAY. FINISH THE OPENING TO MATCH THE EXISTING SURROUNDING AREA.

4.CONTRACTOR SHALL FURNISH & INSTALL A NEW DOOR & FRAME TO SWING OPPOSITE DIRECTION OF THE EXISTING DOOR. REPAIR WALL TO MATCH

SURROUNDING WALL. (SEE A-102 SCHEDULE FOR A & B STYLES)

5. CONTRACTOR SHALL BUILD THE A 36 -0' hi, PARTITION WALL. FINISHED THE PARTITION WALL TO MATCH THE EXISTING SURROUNDING WALLS.

6. CONTRACTOR SHALL FURNISH & INSTALL NEW CARPET. THE CARPET QUALITY AND THE COLOR SHALL BE APPROVED BY COTR

7. CONTRACTOR SHALL FURNISH & INSTALL A NEW BASE CABINET WITH A SINK SPACE ( THE EXISTING SINK WILL BE REINSTALL IN THIS SPACE) AND WALL CABINETS.
CCONTRACTOR SHALL INSTALL GOVERNMENT FURNISH REFRIGERATOR THE AVAILABLE SPACE FOR CABINETS AND REFRIGERATOR IS APPROXIMATELY 6-0  THE
INSTALLATION SHALL BE FIELD COORDINATED.

Date | onSULTANTS:

SCALE: NTS(16)

NOTES CONTINUE:

8. CONTRACTOR SHALL REPAIR WALLS, CEILING, & FLOOR TO MATCH THE EXISTING SURROUNDING AREA.

9. CONTRACTOR SHALL RELOCATE THE EXISTING CURTAIN TRACK IN PATIENT ROOM. THE EXACT NEW LOCATION SHALL BE COORDINATED WITH
COR.

10. CONTRACTOR SHALL COVER THE WALL OPENING WITH DRY WALL AND FINISH- THE WALL TO MATCH THE EXISTING SURROUNDING WALLS.
11. CONTRACTOR SHALL FURNISH AND INSTALL NEW CURTAIN TRACK IN PATIENT ROOM. THE SIZE AND THE SHAPE SHALL BE FIELD VERIFIED
AND COORDINATED WITH COR.

12. CONTRACTOR SHALL REPAIR AND PATCH ALL DAMAGE WALLS AS REQUIRED. PAINT ALL WALLS IN ENTIRE FLOOR SEE FINISH SCHEDULE IN
DRAWING A-102 FOR EXACT PAINT INFORMATION.

13. CONTRACTOR SHALL CLEAN, PATCH & PAINT ALL DOORS, FRAMES AS REQUIRED ALL DOORS IN ENTIRE FLOOR. SEE FINISH SCHEDULE IN
DRAWING A-102 FOR EXACT PAINT INFORMATION,

14. CONTRACTOR SHALL REPLACE ALL DAMAGED CEILING TILES AS NEEDED. THE CEILING TILES SHALL BE MATCHING THE EXISTING
SURROUNDING CEILINGS.

15. CONTRACTOR SHALL PATCH THE EXISTING CERAMIC WALL & FLOOR TILES IN ENTIRE FLOOR.

16. CONTRACTOR SHALL VERIFY ALL MEASUREMENTS.
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ROOM FINISH SCHEDULE
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DEMOLITION NOTES:

1D. CONTRACTOR SHALL REMOVE AND SALVAGE FOR REINSTALLATION IN THE NEW
LOCATION THE EXISTING HAND WASH UNIT INCLUDING HOT, COLD & DRAINAGE PIPING
ALL MAIN SOURCE PIPING SHALL BE SECURE, SEAL & CAP BETWEEN THE WALLS FOR
FUTURE USE. REMOVE THE PAPER AND SOAP DISPENSERS.

2D. CONTRACTOR SHALL REMOVE AND SALVAGE THE EXISTING SINK UNIT INCLUDING HOT,
COLD & DRAINAGE PIPING. THE SINK SHALL BE REINSTALLED IN THE NEW LOCATION IN
THE NEW BASE / COUNTER TOP.

3D. CONTRACTOR SHALL REMOVE AND SALVAGE THE EXISTING SITS BATH UNIT INCLUDING
HOT, COLD & DRAINAGE PIPING.

4D. CONTRACTOR SHALL VERIFY ALL MEASUREMENTS

Date | ponsuLTANTS:

FIFTH (STH) FLOOR-MECHANICAL & PLUMBING PLAN

SCALE: NTS (4D)

ARCHITECT/ENGINEERS:

NEW INSTALLATION NOTES :

1N. CONTRACTOR SHALL REINSTALL SINK INTO NEW BASE / COUNTER TOP. CONTRACTOR
SHALL FURNISH PARTS AS NEEDED FOR COMPLETE INSTALLATION.

2N. CONTRACTOR SHALL FURNISH AND INSTALL NECESSARY HOT, COLD, & DRAINAGE PIPING
TO INSTALL VERNA MACHINE. ALL PLUMBING CONNECTIONS SHALL BE MADE TO EXISTING
MAIN PIPING SYSTEM BETWEEN OR BEHIND WALL

3N. CONTRACTOR SHALL FURNISH AND INSTALL A SHOWER HEAD IN EXISTING SHOWER HEAD
ROUGH-IN. TWO SHOWER HEADS IN THIS ROOM.

4N. CONTRACTOR SHALL FURNISH AND INSTALL A NEW WALK-IN TUB & CONNECT ALL
NECESSARY HOT, COLD & DRAINAGE PIPING TO THE EXISTING ROUGH-IN PIPING FOR
COMPLETE INSTALLATIONS.

5N. CONTRACTOR SHALL BALANCE HVAC AFTER CONSTRUCTION IS COMPLETED.

6N. CONTRACTOR SHALL DISCONNECT MOVE THE ICE MAKER FROM ROOM W519 & INSTALL IN ROOM W501 INCLUDE
ALL CONNECTORS AND DRAIN PIPING. THE EXACT LOCATION SHALL BE COORDINATED WITH COR

7N. INSTALL WATER FAUCET FOR DIALYSIS MACHINE SYSTEM WHICH CONSIST OF BACK FLOW PREVENTER,
WATER VALVE AND MIXING VALVE, OPTIMAL 77 DEGREES FAHRENHEIT. EXACT LOCATION AND PIPING SYSTEM
SHALL BE COORDINATED WITH COR. ..
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DEMOLITION NOTES :

1D. CONTRACTOR SHALL REMOVE EXISTING WALL MOUNTED ABOVE BED LIGHTING FIXTURES
INCLUDING SWITCHES, BOXES, CONDUIT & WIRE TO THE FIRST JUNCTION BOX, CAP THE
JUNCTION BOX FOR FUTURE USE. THE LIGHTING FIXTURE SHALL BE SALVAGE AND
REFURBISHED FOR REINSTALLATION IN NEW LOCATION, NEW LOCATION SHALL BE
COORDINATED WITH COR.

2D, CONTRACTOR SHALL RELOCATE THE EXISTING CEILING MOUNTED TV & POWER RECEPTACLE
OUTLETS TO OPPOSITE SIDE OF ROOM, EXACT LOCATION SHALL BE CONFIRM BY COR.

3D. CONTRACTOR SHALL REMOVE EXISTING WALL MOUNTED RECEPTACLE OUTLET, INCLUDING
BOXES, CONDUIT &WIRE TO THE POWER SOURCE.

4D. CONTRACTOR SHALL RELOCATE THE EXISTING THERMOSTAT TO ADJACENT WALL, NORTH
WALL IN ROOM W.

SD. EXISTING FIRE ALARM PULL STATION WILL BE RELOCATED BY OTHERS.

CONTRACTOR SHALL RELOCATE THE EXISTING LIGHT SWITCH TO THE OTHER SIDE OFF THE

BATHROOM PARTITION. EXACT LOCATION SHALL BE CONFIRMED BY COR

7D. CONTRACTOR SHALL VERIFY ALL MEASUREVENTS
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FIFTH (5TH) FLOOR-ELECTRICAL PLAN

SCALE: NTS (7D)
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NEW INSTALLATION NOTES:

IN. CONTRACTOR SHALL REINSTALL THE ABOVE BED LIGHTING FIXTURE IN THIS LOCATION. THE EXACT
LOCATION SHALL BE COORDINATED WITH COR.

2N. CONTRACTOR SHALL FURNISH AND INSTALL A NEW DEDICATED 120V, 20A EMERGENCY CIRCUIT POWER
RECEPTACLE AND DATA OUTLET INCLUDING CONDUIT, BOXES,WIRE, & ETC.

3N. CONTRACTOR SHALL FURNISH AND INSTALL A NEW 120V, 204 POWER RECEPTACLE AND DATA OUTLET
INCLUDING CONDUIT, BOXES WIRE, & ETC.

4N, NURSE CALL SYSTEM DEVICES WILL BE REMOVE & REINSTALL A NEW SYSTEM REUSING THE EXISTING
CONDUIT & BOXES BY OTHERS. CONTRACTOR SHALL COORDINATE & INSTALL ADDITIONAL ROUGH-IN
BOXES, CONDUIT, & CABLE TRAY AS REQUIRED.

SN. ELECTRICAL CLOSET WITH FOLLOWING PANEL BOARDS

C.PANEL. IW-5-1: 2-SPARE BREAKERS

6N. CONTRACTOR SHALL INSTALL 20A RECEPTACLE 6" BELOW CEILING CONNECT TO NEAREST RECEPTACLE.

7N. CONTRACTOR SHALL FURNISH AND INSTALL A NEW 120V, 20A POWER RECEPTACLE INCLUDING CONDUIT,
BOXES.WIRE, & ETC.
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NOTES :

1. EXISTING CALL CONTROL PANEL TO BE REPLACED WITH NEW CONTROL PANEL BY NURSE
CALL SYSTEM COORDINATE WITH COR.

2. SEE NOTE 5N IN DRAWING E-100

3. CONTRACTOR SHALL VERIFY ALL MEASUREMENTS.
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NURSE CALL LEGEND BOX HEIGHT CONDUIT
REQUIRED
PATENT STATON, RAK124, FEDURES 4°S0 BOX WH E GANG RNG “warT o)

TOTAL DEPTH 2175

DONE, CLAZ44 REGURES 4 11/16° BOX WIH THO GANC MUD RINC.
TOTAL DEFTH 2-7/5

TOLET SWITCH, R4KPI0, REGURES 4° SO BOX WTH CHE GANG MUD RINC.
TOTAL OEFTH 275

DUTY STATION, RIKDY, REQURES 4" 50 50X WITH ONE GANG NUD RING
TOTAL DEFTH 2-7/5"

DUTY DOMELESS CONTROLLER, DOA214D, NOUNTED ABOVE ACCESSILE CELING.
CONSOLE, #4020, REQURES 4° S0 80X WITH ONE GANG. RING

TOTAL DEFTH 27/

PUSH FOR HELP, RUKPBTI, REGURES 4" S0 50X WITH ONE GANG AING
TOTAL DEPTH 2 7/8

EQUNENT CABINET, NC2825, SUPPUED BT CUA. PROVIE 120VAC
ENERGENCY PONER.

FIFTH (STH) FLOOR-NURSE CALL SYSTEM PLAN

SCALE: NTS (3)
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